
6"

ALUMINUM EDGE TRIM

SUSPENSION GRID

WOOD VENEER
CEILING PANELS

SUSPENSION WIRE

FLUORESCENT STRIP FIXTURE

MAPLE VENEER TRIM

GWB SUSPENSION SYSTEM

3 5/8" METAL STUD FRAMING

GYPSUM WALL BOARD CEILING

1' - 2 1/8"

10 1/2" +/-6 3/8"

1
' -

 0
"

3
/4

" 9' - 0" AFF

LIGHT FIXTURE REFER TO
ELECTRICAL DRAWINGS
MAPLE VENEER TRIM
5/8" GYPSUM WALL BOARD

ACOUSTIC CEILING EDGE
TRIM

ACOUSTIC CEILING TILE

1' - 3 3/8"

ALUMINUM DOOR FRAME

GLAZING ABOVE; SEE ARCHITECTURAL
ELEVATIONS FOR LOCATIONS

ALUMINUM FRAME; SEE ARCHITECTURAL
ELEAVTIONS FOR LOCATIONS

10 1/2"

3
/4

"

1' - 2 1/8"

DRYWALL BEYOND
1 1/2" METAL STUD, BRACE AS REQUIRED

10' - 0"

9' - 0" AFF

CROSS BRACE AS REQUIRED

3 5/8" METAL STUD FRAMING

24" RECESSED RADIANT PANEL SEE
MH DWGS

5/8" GYPSUM WALL BOARD

ACOUSTIC CEILING TILE

ACOUSTIC TILE EDGE TRIM

6
"

9' - 0" AFF

AUTOMATIC WINDOW SHADE
WITH BLACKOUT SHADE

EXTERIOR WALL SEE AS5-102

BATT INSULATION 1 1/2"
THICK FOIL FACE UP

BLOCKING

WALL CHANNEL MODLING

10' - 0" AFF

JUNCTION BOX FOR
AUTOMATIC WINDOW SHADE

1' - 0 3/4" 9 1/2"

11' - 0" 12' - 6 1/8" 2' - 9 3/4"

1
' -

 4
"

3' - 3 1/4"

1' - 4 1/2"

2' - 5 1/4"

10' - 0"

12' - 0"

DIAGONAL BRACING AS
REQUIRED

3 5/8" METAL STUD SOFFIT
FRAMING

RETURN GYPSUM WALL
BOARD 6" MINIMUM

ACOUSTIC CEILING TILE
SUSPENSION GRID

ACOUSTIC CEILING TILE

GYPSUM WALL BOARD

CONTINUOUS ALUMINUM EDGE TRIM

SUSPENSION GRID

WOOD VENEER CEILING TILE

DIAGONAL METAL STUD BRACING
AS REQUIRED

3 5/8" METAL STUD FRAMING
CONTINUE TO STRUCTURE ABOVE

5/8" GYPSUM WALL BOARD
CONTINUE TO STRUCTURE ABOVE

RECESSED RADIANT PANEL SEE
MECHANICAL DRAWINGS

NOTE: CEILING EQUIPMENT WITHIN SUSPENDED WOOD
PANELS (DIFFUSERS, GRILLES, ETC.) TO BE METALLIC
FINISH

AS9-153
1

GYPSUM WALL BOARD BULKHEAD WITH EDGE MOLDING

AUTOMATIC WINDOW SHADE

9' - 0" AFF

ALUMINUM EDGE TRIM

10' - 0" AFF

11' - 4" AFF

10' - 0" AFF

9' - 0" AFF

BATT INSULATION 1 1/2" FOIL SIDE UP

EXTERIOR WALL SEE AS5-102

6"

B A

AS9-153
1

10 1/8" 21'-0" 7 1/2" 1'-4 1/2" 1'-3" 7 1/4" 11'-0" 12'-1 3/4" 4 1/4"

1'
-6

"6"

2'-7 1/2"

20'-0" 10'-0"

DIAGONAL BRACING AS REQUIRED

3 5/8" METAL STUD
SOFFIT FRAMING

5/8" GYPSUM WALL BOARD

NOTE: CEILING EQUIPMENT WITHIN
SUSPENDED WOOD PANELS (DIFFUSERS,
GRILLES, ETC.) TO BE METALLIC FINISH

CONTINUOUS ALUMINUM EDGE TRIM

SUSPENSION GRID

WOOD VENEER CEILING TILE

1'-0"

GYPSUM WALL BOARD BULKHEAD WITH EDGE MOLDING

RECESSED RADIANT PANEL
SEE MECHANICAL DRAWINGS

AUTOMATIC WINDOW SHADE

12"X12" ACCESS PANEL SEE REFLECTED
CEILING PLANS FOR LOCATIONS

3 5/8" METAL STUD
SOFFIT FRAMING

DIAGONAL METAL STUD
BRACING AS REQUIRED

3'-2 3/4"

9' - 0" AFF

10' - 0" AFF

9' - 0" AFF

10' - 6" AFF

12' - 0" AFF

10' - 0" AFF

ANGLE TO SUPPORT WINDOW SHADE

WINDOW SHADE

9' - 0" AFF

BATT INSULATION, FOIL FACE UP (1 1/2")

CURTAIN WALL SYSTEM

5/8" GYPSUM WALL BOARD
CONTINUE TO STRUCTURE ABOVE

ELECTRIC & TELECOM JUNCTION BOXES
FOR AUTOMATIC WINDOW SHADES; SEE
ELECTRICAL DRAWINGS FOR LOCATIONS

C B AAA

6"

ACOUSTIC CEILING TILE

ACOUSTIC TILE TRIM

5/8" GYPSUM WALL BOARD

3 5/8" METAL STUD FRAMING

CROSS BRACE AS REQUIRED

9' - 4" AFF

10' - 0" AFF

RADIANT PANEL

METAL TRIM PANEL, PAINT
TO MATCH RADIANT PANEL

BATT INSULATION 1 1/2" THICK FOIL FACE

A

2 3/4" 1' - 10 3/4"

Ground Floor
1162' - 10 5/8"

3
0
"

PARTITION AS IN PLAN (TYPE 5)

4" CH STUD

1" SHAFT LINER

2 LAYERS
5/8" GWB

11

FOR CONSTRUCTION
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REFLECTED CEILING PLAN

DETAILS

VAPHS UNIVERSITY DRIVE

30

 3" = 1'-0"
1 Detail - Metal Edge Trim

 1 1/2" = 1'-0"
2 Detail - Office Block Cove @ GWB

 1 1/2" = 1'-0"
3 Detail - Office Block Light Cove

 1 1/2" = 1'-0"
4 Detail - Soffit @ South Windows

 1 1/2" = 1'-0"
7 Detail - Wood Ceiling & Adjacent Soffits

 1 1/2" = 1'-0"
8 Detail - Wood Ceiling & Adjacent Soffits 2

 1 1/2" = 1'-0"
6 Detail - Waiting GA102 Ceiling

Ground Floor - Exam Rooms

Ground Floor Ground Floor

1st and 2nd Floor

 1" = 1'-0"
5 Detail - Basement Stair#1 Bulkhead


